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GENERAL NOTES:

A. SECTION 1 INDICATES SUPPLY DUCT MAIN DEMOLITION WORK. RETURN DUCT MAIN
DEMOLITION WORK SHALL OCCUR SIMILARLY AND SIMULTANEOUSLY.
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B. WORK INDICATED OCCURS WITHIN PENTHOUSE INTERSTITIAL SPACE. INTERSTITIAL SPACE
HEIGHT IS APPROXIMATELY 3'—0". CONTRACTOR SHALL FIELD VERIFY EXISTING CONDITIONS.
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— C. THE DEMOLITION AND INSTALLATION OF DUCTWORK IN THE PENTHOUSE INTERSTITIAL SPACE
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* ROOF N SHALL BE CLOSELY COORDINATED WITH THE VA COTR.
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C=7] ETh-48x18 g o D. SHUTDOWN OF AIR HANDLING UNIT (AHU—E—1-1) HVAC SERVICE SHALL BE MINIMIZED TO A

N SINGLE WEEKEND (SATURDAY—SUNDAY), WHICH SHOULD BE SCHEDULED WITH THE VA COTR
AND FACILITIES PERSONNEL. DURING SHUTDOWN, DEMOLITION AND INSTALLATION OF
AA H——— X—30x16 ____ o DUCTWORK WITHIN PENTHOUSE INTERSTITIAL SPACE SHALL OCCUR.
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ﬁ— — “"7 [ EXISTING RETURN DUCT TO BE REMOVED BACK TO BOTTOM OF MAIN AND CAPPED. PATCH
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ROOF AS REQUIRED.

2B—1338B @ EXISTING 3" HHWS/R MAINS (WITHIN PENTHOUSE INTERSTITIAL SPACE) TO BE REMOVED BACK
) STAFF I - B —/__TO APPROXIMATE POINT INDICATED. REFER TO NEW PLAN FOR RE—-ROUTING OF PIPING.
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] 2B—153A EXISTING EXHAUST FAN TO BE REMOVED COMPLETELY. PATCH ROOF AS REQUIRED.

|| CL. RM. 2B—" @ EXISTING ROOF—MOUNTED CONDENSING UNIT TO REMAIN. EXISTING REFRIGERANT PIPING TO
J BE RE—ROUTED TO ACCOMMODATE RENOVATED SPACE BELOW. RE—ROUTE PIPING AS

RECEF INDICATED ON NEW PLANS. INSTALL/SIZE PIPING PER MANUFACTURER'S RECOMMENDATIONS.

1] ]‘jl @ EXISTING SUPPLY DUCT MAIN TO BE REMOVED AS INDICATED IN SECTION 1 (THIS DRAWING).
— REFER TO SECTION AND ASSOCIATED NOTES FOR ADDITIONAL INFORMATION.

M

B j @ EXISTING RETURN DUCT MAIN TO BE REMOVED SIMILAR TO SUPPLY DUCT MAIN. REFER TO
SECTION AND ASSOCIATED NOTES FOR ADDITIONAL INFORMATION.
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— PARTIAL ROOF AND PENTHOUSE

one quarter inch = one foot
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one eighth inch = one foot

SCALE: 1/8"=1'0"
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